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STRUCTURAL NOTES:

SEE DETAILS PAGE FOR TYPICAL
NOTES AND SECTIONS.
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INSTALL /16" OB SHEATHING ON INSIDE AND

CUTSIDE OF BRACED WALLS. ATTACH 0SB WITH
8d NAILS 4" OC. ALONG EDGES AND 8" OC.

IN THE FIELD.

4 x 4 TRTD. POST
MIN. (TYP.)

TRUSS AND TRUSS SUPPORT

(2)13/4" x 9 1/4" LvL
w/ (2) JACKS EA. END

(2)13/4" x 9 1/4" LvL
w/ (2) JACKS EA. END

- ROOF TRUBSES ENGINEERED

Bl OTHERS

GIRDER TRUS6 ENGINFERED—— 1

LADDER FRAME BETWEEN GIRDER\

w/ 2 x 12 FLOOR JOISTS @ 16" OC,
2 x 4 CEILING JOISTS @ 16" OC,
AND 2 x 4 RAFTERS 2 16" OC.

(3)2x6

(2)13/4" x 18" LVL
w/ (3) JACKS EA. END

STRUCTURAL NOTES:

1) ALL FRAMING LUMBER TO BE
% SPF (UNO).

2) ALL LOAD BEARING HEADERS
TO BE (2) 2 x 12 (UNO).

3) ALL BEAMS ARE TO BE SUPPORTED
WITH (2) 2 x 4 PER END (UNO).

4) SQUARES DENOTE POINT LOADS
WHICH REQUIRE SOLID BLOCKING
TO FOUNDATION.
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w/ (2) JACKS EA. END

{

INSTALL 1/16" 0SB SHEATHING ON INSIDE AND

OUTSIDE OF BRACED WALLS. ATTACH OSB WITH
8d NAILS 4" OC. ALONG EDGES AND 8" OC.
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LADDER FRAME BETWEEN GIRDER
TRUSS AND TRUSS SUPPORT
w/ 2 x 12 FLOOR JOISTS @ 16" OC,
2 x 4 CEILING JOISTS % 16" OC,
AND 2 x 4 RAFTERS 4 16" OC.
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STRUCTURAL NOTES:

1) ALL FRAMING LUMBER TO BE
¥ SPF (UNO).

2) ALL LOAD BEARING HEADERS
TO BE (2) 2 x 1© (UNO).

3) ALL BEAMS ARE TO BE SUPPORTED
WITH (2) 2 x 4 PER END (UNO).

4) SQUARES DENOTE POINT LOADS
WHICH REQUIRE S0LID BLOCKING
TO FOUNDATION.
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ATTIC VENT CALCULATION:

2246 SQ. FT. OF ATTIC DIVIDED BY
50 REQUIRES 152 SQ. FT. OF NET
FREE VENTILATING AREA (MIN.).
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ELECTRICAL LEGEND
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